INTERNATIONAL SPECIFICATION ONLY

APPLICATION:
ROOFING

ASSEMBLY:

GARDEN ROOF




W/FABRIC REINFORCED

MM 6125 215 MILS (5.5 MM)

GARDEN ROOF® ASSEMBLY

LONG FORM SPECIFICATION
PART I GENERAL

1.01
Summary
A.
This specification serves as a guideline and should be adapted to suit the needs of each individual project by the architect.  It is prepared in accordance with the CSI three-part section format and should be included as a separate section under DIVISION 7 - Thermal and Moisture Protection. Improvements and other changes to the contents may be made only with the written approval of the architect.

1.02
RELATED SECTIONS (Edit to project requirements)

A.
DIVISION 3 - Concrete [Section 03300] - Roof Deck Surface/Substrate

The coordination of this section is necessary to facilitate the successful installation of the waterproofing membrane.

Cast in Place Concrete/Composite Deck

A.
Strength/density:
minimum  2,500 psi (17,235 kPa) compressive strength

 




minimum 115 pcf (1842 kg/m3) density

B.
Finish:
Wood-float or wood-troweled equivalent finish.  Steel troweled is not desirable.

C.
Concrete Hydration (Cure):

1.
Method of Cure:  Water cure, wet coverings, paper sheets, plastic sheets or approved liquid curing compound (sodium silicate preferred).  Contact Hydrotech for other alter​na​tives.
2.
Duration of Cure/Dry:

a.
Structural Weight Concrete:  recommend 28 days, minimum 14 days, prior to application of the membrane.

b. Lightweight Structural Concrete:  recommend 60 days, minimum 28 days, prior to application of membrane. Venting of the deck from the underside is recommended to facilitate drying.

c. The above minimum cure/dry times are recommended based upon basic concrete fundamentals and experience. Depending on conditions (i.e., ambient temperature, humidity) the concrete may be dry enough to receive application of the membrane in less than the 14 day minimum recommendation. Consult Hydrotech for specifics when less than the minimum is desired.


*REFER TO SECTION 3.02 PREPARATION FOR ADDITIONAL DECK TYPES.*
B.
DIVISION  [ ] - Wood blocking and curbing

C.
DIVISION  [ ] - Insulation

D.
DIVISION  [ ] - Sheet metal flashing and counterflashing

E.
DIVISION  [ ] - Prefabricated roof specialties

F.
DIVISION  [ ] - Caulking and sealants

G.
DIVISION  [ ] - Plumbing specialties

H.
DIVISION  [ ] - Roof hatches

1.03
REFERENCES
A.
American Society for Testing and Materials (ASTM).

B.
Canadian General Standards Board CGSB-37.50-M89, Standard for "Asphalt, Rubberized, Hot Applied, for Roofing and Water​proofing."

C. Underwriters Laboratories (UL) Class A.

D. Factory Mutual Research Corporation (FM).

E.
European Organization for Technical Approvals - EOTA (ETA/CE Mark)
F. European Union – Regulation, Evaluation, Authorization and restriction of Chemicals (REACH)

1.04
DEFINITIONS
A.
Green Roof -- An area of planting/landscaping, built up on a waterproofed substrate at any level that is separated from the natural ground by a man-made structure.

B.
Extensive Green Roof -- Low to no maintenance landscaping consisting of shallow soil depths (< 6 inches (152mm) with plant varieties restricted to primarily mosses, herbs and succulents capable of withstanding harsh growing conditions.

C. Intensive Green Roof -- Landscaping requiring regular maintenance, consisting of deeper soil depths (> 8 inches (203mm) with a wider variety of plant species possible including shrubs and small trees.

D. Shallow-Intensive/Lawn Green Roof -– Landscaping requiring more regular maintenance than an extensive condition but limited in plant selection due to shallower soil depths, (i.e., sod grass lawn). 

E. Garden Roof® -- Patented system of drainage, water retention and root barrier components utilized in the construction of green roofs over Hydrotech's MM 6125EV® roofing membrane.
F. Steep Slope Green Roof -- Defined as a slope exceeding 3:12 pitch.
1.05
SYSTEM DESCRIPTION
A.
Furnish and install a completed Garden Roof® Assembly, surface conditioner (if required), Monolithic Membrane 6125EV®-FR and flashings, protection course, root barrier protection, STYROFOAM® brand insulation (if required), water retention mat (if required), drainage/water retention component, filter fabric, lightweight engineered growing medium (soil) and vegetation.

1.06
SUBMITTALS
A.
Certification from an approved independent testing laboratory experienced in testing this type material, that the material meets the CGSB-37.50-M89 standard for rubberized asphalt membranes, including applicable ASTM procedures.  Testing shall be done by Ortech International or other national testing laboratory acceptable to the engineer.

B.
Certification showing full time quality control of production facilities and that each batch of material is tested to insure conformance with the manufacturer's published physical properties.

C.
Certification showing that all roofing components are being supplied and warranted by a single-source manufacturer.

D.
Evidence that the roof membrane assembly is currently Class A listed with Underwriters Laboratories.

E. Evidence that the roof membrane assembly is currently listed as a Class 1 Roof Cover with Factory Mutual Research Corporation.

F. Evidence that the material, Monolithic Membrane 6125, is certified with the ETA/CE Mark approval.

G. The plant manufacturing this type material must have IS0 9001-2000 approval as evidenced by a notarized copy of the official certificate
1.07
QUALITY ASSURANCE
A.
The rubberized asphalt membrane product shall contain an inert clay filler to enable the product to be resistant to acids (fertilizers, building washes and acid rain).

B. All rubberized asphalt membrane components shall comply with current requirements of the European Union REACH 2008 regulations. 

C. Membrane Manufacturer shall have available an in-house technical staff to assist the contractor, when necessary, in application of the products and final inspection of the assembly.
D.
Membrane Manufacturer Qualifications:  Manufacturer shall demon​strate qualifications to supply materials of this section by certifying the following:

1.
Membrane Manufacturer must show evidence that the specified rubberized asphalt has been manufactured by the same source for fifteen (15) years and successfully installed on a yearly basis for a minimum of fifteen (15) years on projects of similar scope and complexity.

2.
Membrane Manufacturer must not issue warranties for terms longer than they have been manufacturing their hot fluid rubberized asphalt membrane.

E.
Pre‑Construction Conferences.  The manufacturer can meet with the necessary parties at the jobsite to review and discuss project conditions as it relates to the integrity of the roofing assembly.

1.08
DELIVERY, STORAGE AND HANDLING
A.
Deliver materials in original unopened containers of packaging clearly labeled with manufacturer's name, brand name, instructions for use, all identifying numbers, and U.L. labels.

B.
Materials shall be stored in a neat, safe manner, not to exceed the allowable structural capacity of the storage area.

C.
Store materials in a clean, dry area protected from water and direct sunlight.

D.
Store all adhesives at temperatures between 60°F (15.5°C) and 80°F (26.6°C).  If exposed to lower temperatures, restore materials to 60°F (15.5°C) minimum temperature before using.

1.09
PROJECT CONDITIONS
A.
Application of the membrane shall not commence nor proceed during inclement weather.  All surfaces to receive the membrane shall be free of water, dew, frost, snow and ice.

B.
Application of membrane shall not commence nor proceed when the ambient temperature is below 0°F (-17.7°C).

C.
Preparation and application of membrane must be conducted in well ventilated areas.

D.
Over its service life, do not expose membrane or accessories to a constant temperature in excess of 180°F (82°C) (i.e., hot pipes and vents or direct steam venting, etc.).

E.
Adhesives contain petroleum distillates and are extremely flam​mable.  Do not breathe vapors or use near an open fire.  Do not use in confined areas without adequate ventilation.  Consult container or packaging labels and Material Safety Data Sheets (MSDS) for specific safety information.
F.
Do not allow waste products (petroleum, grease, oil, solvents, vegetable or mineral oil, animal fat, etc.) to come in contact with the roof membrane.  Any exposure to foreign materials or chemical discharges must be presented to membrane manufacturer for evalua​tion to determine any impact on the roof membrane assembly performance.

G.
Concrete Deck Surface Condition.  IMPORTANT ‑ Refer to 1.02 Related Sections.
H.
Deck Preparation; refer to Section 3.02 Preparation.
I.
General contractor shall assure that adequate protection is provided after installation so membrane is not damaged by other trades.

1.10
WARRANTY
A.
MANUFACTURER’S WARRANTY:
1.
Material Warranties; excludes labor.

Duration:  2-, 5-, 10- or 15-year

PART II PRODUCTS

2.01
GENERAL
A.
Refer to Section 1.04, System Description.  All components must be obtained as a single-source from the membrane manufacturer to ensure total system compatibility and integrity.

Manufacturer:
American Hydrotech, Inc.

303 East Ohio Street

Chicago, Illinois 60611-3318

800-877-6125 or 312-337-4998 FAX:  312-661-0731

Web Site:  www.hydrotechusa.com

2.02
MATERIALS
A.
Membrane

1.
Membrane shall be a hot, fluid applied, rubberized asphalt membrane meeting the CGSB-37.50-M89 standard and other pertinent physical properties: 

A.
American Hydrotech, Inc., Monolithic Membrane 6125®EV (up to 25% post consumer recycled content)
	PROPERTY
	TEST METHOD
	TYPICAL RESULT

	Flash point
	ASTM D-92 

CGSB-37.50-M89
	502°F*

(261°C)

	Penetration
	ASTM D-5329

CGSB-37.50-M89
	98 mm @77°F (25°C)

187 mm @122°F (50°C)

	Flow
	ASTM D-5329

CGSB-37.50-M89
	1.0 mm @ 140°F (60°C)

	Toughness


	CGSB-37.50-M89
	16.0 Joules

	Ratio of Toughness to Peak Load


	CGSB-37.50-M89
	0.069

	Water Vapor Permeability
	ASTM E-96, PROCEDURE E 

CGSB-37.50-M89
	0.3 ng/Pa(s)M2

	Water Absorption


	CGSB-37.50-M89
	.11 gram weight gain

	Low Temperature Flexibility 
(-25°C)
	CGSB-37.50-M89
	No delamination, adhesion loss, or cracking

	Low Temperature Crack Bridging Capability


	CGSB-37.50-M89
	No cracking, adhesion loss, or splitting

	Heat Stability
	CGSB-37.50-M89
	No change in viscosity, penetra​tion, flow or low temperature flexibility

	Viscosity
	CGSB-37.50-M89
	11.0 seconds

	Water Resistance (5 days/50°C)
	CGSB-37.50-M89
	No delamination, blistering, emulsification, or deterioration

	Softening Point
	ASTM D-36
	180°F (82°C)

	Elongation
	ASTM D-5329
	1000% minimum

	Resiliency
	ASTM D-5329
	40% minimum

	Bond to Concrete
	ASTM D-5329
	Pass

0°F (-18°C)

	Acid Resistance
	ASTM D-896

Procedure 7.1 (N-8)
	Pass‑50% Nitric Acid

    ‑50% Sulfuric Acid

	Resistance to Hydrostatic Pressure
	ASTM D-08.22

Draft 2

(developed: D5385)
	100 psi

(equals 231 foot of head water)

	Resistance to Salt Water
	ASTM D-896 similar 20% sodium chloride sodium carbonate calcium chloride
	No delamination, blistering, emulsification or deterioration

	Resistance to Fertilizer
	ASTM D-896 similar undiluted, 15/5/5, nitrogen/phosphorus potash
	No delamination, blistering, emulsification or deterioration

	Resistance to Animal Waste
	3-year exposure
	No deterioration

	Solids Content
	
	100%-no solvents

	Shelf Life
	
	10 years (sealed)

	Specific Gravity
	
	1.23 + .02

	*102°F more than the application temperature recommended by the manufacturer.


B.
Surface Conditioner

1.
A surface conditioner for concrete surfaces

- American Hydrotech, Inc., Surface Conditioner

C.
Reinforcing

1.
Spunbonded polyester fabric reinforcing sheet.

- American Hydrotech, Inc., Flex Flash® F

2.
60-mil (1.5 mm) thick, uncured neoprene reinforcing sheet (heavy duty).

- American Hydrotech, Inc., Flex Flash® UN

D.
Flashing (Edit to project requirements)

1.
60-mil (1.5 mm) thick, uncured neoprene sheet.

- American Hydrotech, Inc., Flex Flash® UN

2.
157-mil (4 mm) thick, torch-grade, modified asphalt, reinforced flashing membrane.

- American Hydrotech, Inc., Flex-Flash® MB

E.
Adhesives/Sealant

1.
Contact adhesive to bond elastomeric flashing together.

- American Hydrotech, Inc., Splicing Cement

2.
Contact adhesive to bond flashing to an approved substrate.

- American Hydrotech, Inc., Bonding Adhesive

3.
Sealant to seal flashing seam edge.

- American Hydrotech, Inc., Lap Sealant

F. Separation/Root Barrier Protection Course (Edit to project requirements)
1.
For intensive conditions; 160-mil (4 mm) thick polyester reinforced, modified asphalt sheet with granular surface and root inhibiting additive.

- American Hydrotech, Inc., Hydroflex® RBII

2.
For extensive conditions a combination of a fiberglass reinforced rubberized asphalt protection sheet and polyethylene root barrier.

- American Hydrotech, Inc., Hydroflex® 30/Root Stop HD, or 

- American Hydrotech, Inc., Hydroflex® 30/Root Stop Bamboo
3.
For steep slope applications >2:12 (10 degrees, 15%) and >25,000 sqft (2,322 sqm); contact Hydrotech for further design consideration information.
G.
Prefabricated Drainage Course (if required) (Edit to project requirements)
1.
A composite drainage system consisting of a three-dimensional, crush-proof, drainage core 

and a filter fabric meeting the following physical properties.
-American Hydrotech, Inc., Hydrodrain 300, 400, 700 or 1000 series

2.
For steep slope applications >2:12 (10 degrees, 15%) and >25,000 sqft (2,322 sqm); contact Hydrotech for further design consideration information.

H.
Insulation (Edit to project requirements)

1.
An extruded polystyrene rigid board insulation meeting the following physical properties.

-STYROFOAM® Brand insulation [TYPE] as manufactured by The  Dow Chemical Company, marketed by American Hydrotech, Inc.

Product types available:  STYROFOAM® Brand Roofing Material; Ribbed Roofing Material; Plaza Deck; and High Load 100. CONSULT Hydrotech for recommended product type.
I. Air Layer (If required, consult Hydrotech)

1.
Required air space over STYROFOAM® insulation when moisture mat is required shall be composed of a crush-proof core and non-woven filter fabric.

- American Hydrotech, Inc., Hydrodrain® AL or Hydrodrain 300. 

J. Water Retention Mat (If required, consult Hydrotech)

1. Non-woven, synthetic fiber mat capable of retaining additional moisture for potential use by vegetation.

- American Hydrotech, Inc., Moisture Mat

K. Drainage/Water Retention Component (Edit to project requirements, consult Hydrotech)

1. Three-dimensional, molded panels of recycled polyethylene with drainage channels top and bottom sides and water retention reservoirs top side. 

· American Hydrotech, Inc., Gardendrain®

· a. Extensive Conditions: Gardendrain GR15
b. Intensive Conditions:

· Gardendrain GR30 or Gardendrain GR50 
2.
For steep slope applications >2:12 (10 degrees, 15%) and >25,000 sqft (2,322 sqm); contact Hydrotech for further design consideration information.

L.
Filter Fabric Sheet

1. Non-woven, polymeric, geotextile fabric.

- American Hydrotech, Inc., Systemfilter
M. Soil  (to be sourced in local country; guidelines as follows)
1. Custom growing media mix capable of supporting vigorous growth of the specified vegetation. 

2. Expanded lightweight aggregate for use as fill material for drainage/water retention component as required. 

a. 3/8” - 3/4” (9.5 - 20 mm) expanded, lightweight aggregate
N. Erosion Control Mat & Stakes (Edit to project requirements, consult Hydrotech)

1.
Erosion Control Mat

Straw and/or coconut fiber stitched together with biodegradable thread forming top and bottom netting.

-    American Hydrotech, Inc., GardMat® LT or P

2.
Stakes


100% biodegradable 4-inch organic plastic stakes used to fasten GardMat Erosion Control Mat

· American Hydrotech, Inc. GardMat® Stakes
O.
Hardscape / Roof Ballast (Edit to project requirements)

1.
Pavers

a.
Ballast Pavers

b.
Architectural Finish Pavers

2.
Stone Ballast

Well screened and washed stone gravel meeting ASTM D-448-80, gradations #57, 2, 4 or 5

3.
Concrete Pour Topping

Dow Chemical Company, manufacturers of STYROFOAM® Brand insulation, recommends the incorporation of an air layer between the insulation and concrete.  Hydrotech suggests the use of Hydrodrain AL for this purpose.

2.03 RELATED MATERIALS
A. Plants desired shall be selected by the landscape architect/ designer in keeping with the overall plan intended.

B. Metal counterflashing shall be required to provide protection to vulnerable flashing materials from damage due to gardening activities. 
PART III EXECUTION

3.01
INSPECTION
A.
The roofing contractor shall examine all surfaces to receive the roofing assembly to verify it is acceptable and proper for the application of the membrane.  Refer to American Hydrotech's Pre-Installation & Application Guidelines.
B.
The roofing contractor shall not proceed with the installation of the roof membrane assembly until all roof defects have been corrected.

3.02
PREPARATION
A.
All surfaces must be dry, smooth, free of depressions, voids, protrusions, clean and free of unapproved curing compounds, form release agents and other surface contaminants.

1.
Cast in-place concrete/Composite deck

a.
Poured in place concrete must be monolithic, smooth, free of voids, spalled areas, laitance, honeycombs, and sharp protrusions.

b.
Refer to Section 1.02 of this specification, Division 3.
2.
Precast concrete decks

a.
Precast units shall be mechanically secured to minimize differential movement and all joints between units shall be grouted.

3.
Plywood decks

a.
Minimum thickness of 1/2" (12.7 mm) is required with adequate structural support.

b.
Tongue and groove joint edges are required.

c.
Adequate number and type of fasteners should be used to comply with applicable codes and maintain structural integrity.

4.
Metal Deck with Gypsum board

a.
Gypsum board (min. 5/8" thickness - 15.9 mm) must be fire rated type "X" board mechanically attached to minimum 22 gauge steel decking with adequate structural support.

b.
Adequate number and type of fasteners should be used to comply with applicable codes and maintain structural integrity.

5.
Re-Roof/Tear-Off Application

a.
Asphalt, coal tar pitch or other existing membrane must be removed.  CONTACT Hydrotech.
b.
Deck type acceptable to Hydrotech.

B.
Substrate cleaning

1.
Thoroughly sweep the substrate which is to receive the roof membrane.

2.
Substrate must also be blown clean using an air compressor to remove any remaining loose debris.

3.
Final check to determine if concrete has been properly cleaned is to apply a test patch of Monolithic Membrane 6125 to the surface and check its adhesion.

3.03
INSTALLATION
A.
Surface conditioner application (to concrete)

1.
Apply the surface conditioner to the concrete using a hand held sprayer evenly at a rate of 300 to 600 SF/gallon (7.4 - 14.7 m2/L) depending on surface texture.  Surface conditioner should "tan" the surface, not blacken it.

2.
Allow sufficient time for the surface conditioner to thoroughly dry prior to the membrane application.

B.
Membrane preparation

1.
The membrane shall be heated in double jacketed, oil bath or hot air melter with mechanical agitation, specifically designed for the preparation of a rubberized asphalt membrane.

2.
Heat membrane until membrane can be drawn-free flowing at a temperature range between 350°F (176°C) and 375°F (190°C).

C.
Detailing/Flashing

1.
All detailing and flashing shall be done in accordance with the manufacturer's standard guideline details.

2.
All detailing and flashing shall be completed before installing the membrane over the field of the substrate.

D.
Membrane Application

1.
Apply the rubberized asphalt membrane at a rate to provide a continuous, monolithic coat of 90 mil minimum (approximately 2.3 mm), into which is fully embedded a layer of the spunbonded polyester fabric reinforcing sheet, followed by another continuous monolithic coat of membrane at an average thickness of 125 mil (approx. 3.2 mm).  Total membrane thickness is to be 215 mils average (approx. 5.5 mm), 180 mils minimum.

2.
Overlap fabric reinforcing sheet 1-2 inches (25.4 mm - 50.8 mm) with membrane between sheets.

3.04
SEPARATION SHEET/PROTECTION COURSE INSTALLATION
A.
Separation/Protection course shall be installed as follows: (Edit to project requirements)

1.
Embed the Hydroflex® RBII protection/root barrier protection course into the membrane while it is still hot to insure a good bond.

a. Overlap adjoining sheet edges 4” (100 mm) and seal the laps with a propane torch. 

2.
Embed the Hydroflex® 30 separation/protection course into the membrane while it is

still hot to insure a good bond. Installation of a separation course shall be necessary in

order to carry out the water test.

a.       Overlap adjoining sheet edges (dry) a minimum of 2"-3" (50.8 mm – 

76.2 mm) to insure complete coverage

3.05
WATER TEST
A.
It is strongly recommended that the roof area or portions thereof be water tested by ponding water a minimum depth of 2" (50.8 mm) for a period of 48 hours, or by means of electronic testing, to check the integrity of the membrane installation.

B.
VERIFY that the structure can support the deadload weight of a watertest before testing.

C.
If leaks should occur the water must be drained completely and the membrane installation repaired.

3.06
GARDEN ROOF® COMPONENTS INSTALLATION
A. Root Barrier Protection.  

1.
Where Hydroflex RBII was previously installed, no additional root protection shall be required.
2.
Root Stop shall be laid over previously installed Hydroflex 30, lapping adjacent sheets 5 feet (1.5 m), or 1 foot (300 mm), overlap is acceptable if Seam Tape is used. The Root Stop shall be turned up all vertical, roofed/flashed surfaces to completely protect waterproofing and flashings.

B. Insulation.  Where specified, STYROFOAM® brand insulation shall be installed loose-laid in accordance with manufacturer's recommendations.

C. Air Layer.  When insulation and Moisture Mat are specified an air layer shall be required between the surface of the insulation and the water retention mat. A layer of Hydrodrain®AL or 300 shall be installed over the insulation. The 4 inch (100 mm) salvage edge of the geotextile fabric overlaps adjoining sheets and can be held in place with duct tape. 

D.
Moisture Mat. Where specified, a layer of Moisture Mat shall be installed over the root barrier (when no insulation is specified) or air layer/ insulation, lapping adjacent rolls a minimum of 4 inches (100 mm). The Moisture Mat shall be turned up all vertical, roofed/flashed surfaces a minimum of 6 inches (150 mm) beyond the anticipated soil level. Any excess shall be trimmed down to the level of the soil.

E. Drainage/Water Retention Component. (Edit to project requirements)
1. Gardendrain® GR50 or Gardendrain® GR30, shall be installed with holes through the dimples on top, over the root barrier protection, water retention mat (if used) or STYROFOAM® insulation (if used). Adjacent panels may be butt together or overlapped approximately 1 inch (25 mm). Gardendrain shall be cut to fit around penetrations, etc. with a heavy-duty utility knife or small toothed saw.

2.
The cups of the Gardendrain shall be filled with lightweight aggregate level with the top surface of the panels where required due to loading conditions.
F. Filter Fabric. (Edit to project requirements)
1. A layer of Systemfilter shall be laid over the Gardendrain, lapping adjacent rolls a minimum of 6 inches (150 mm). Enough material shall be left to be drawn up above the anticipated soil level. Any excess shall be trimmed down to the level of the soil.

a.
For slopes ≥2:12 and <3:12 (approx. 10 - 15°, 17 - 25%) filter fabric shall not be installed over the Gardendrain GR30 or GR50 throughout the field of the roof so that the growing media may be placed directly into the cups. Filter fabric shall be laid at penetrations, terminations, etc.
3.07
HARD SCAPE/ACCESSORY INSTALLATION
A. Stone and/or paver ballast shall be installed at all roof perimeters, building walls, penetrations, and access hatches and as required for flashing vegetation barriers, proper wind design, fire breaks, and as walkway/maintenance paths. 

B.
All drains shall be fitted with inspection/maintenance boxes and grills, built up to ensure access at soil level.

3.08
SOIL INSTALLATION  

A. Soil shall be placed carefully to avoid damage or displacement of other materials such as walls, paving, drainage components, filter fabric, and roofing membrane. 

B. Soil shall be placed to within 1 inch greater than final grade or to a depth of no greater than 8 inches and compacted as described in 3.08.C. below. For final grades less than 8 inches only one round of compaction shall be performed and remaining soil loosely placed such that top of soil exceeds final grade by 1 inch (see 3.08.D. below).  For final grades greater than 8 inches, place soil at no greater than 6 inches and repeat procedure until soil has been compacted within 1 inch of final grade. 

C. Compaction shall be performed with a 200 – 300 lb. landscape roller or lightly compacted with a hand held mechanical compactor to achieve a 50 – 60 % compaction as determined by ASTM D1557. 

D. After compaction remaining soil shall be placed at 1 inch greater than final grade and thoroughly watered or jetted over entire area. Low settled areas shall be filled with additional soil and re-wet to achieve uniform prescribed final grade.

E.
Erosion Control Mat.  

1.
The erosion control mat shall be installed directly over the growing media and properly staked into place.

a. Stake fastening pattern shall be based on local wind speed, building height and roof slope.  

3.09
VEGETATION INSTALLATION

A.
Supply and install specified vegetation strictly in accordance with the landscape architect/designers instructions, plans and good practice. 

END OF SECTION
.11—international spec only
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